
229D

STORAGE

229C

STORAGE

229E

STORAGE

229F

STORAGE

229G

STORAGE

229A

STORAGE

229B

STORAGE

231

STORAGE

233

STORAGE

232A

STORAGE

234A

STORAGE

234B

STORAGE

234C

STORAGE

234D

STORAGE

234E

STORAGE

234F

STORAGE

235A

STORAGE

235B

STORAGE

2

STAIR

1

STAIR

225

STORAGE

224

STORAGE

225

STORAGE

223

STORAGE

222

STORAGE

221

STORAGE

220E

STORAGE

220D

STORAGE

220C

STORAGE

220B

STORAGE

220A

STORAGE

217

STORAGE

218

STORAGE

219

MENS'

219

WOMENS'

216

STORAGE

215

STORAGE

212A

STORAGE

212F

STORAGE

212B

STORAGE

212C

STORAGE

212D

STORAGE

212E

STORAGE

213

STORAGE

209A

STORAGE

209B

STORAGE

208

STORAGE

207F

STORAGE

207E

STORAGE

207D

STORAGE

207C

STORAGE

207B

STORAGE

207A

STORAGE

206B

STORAGE 206A

STORAGE

205

STORAGE

204

STORAGE

203

STORAGE

202

STORAGE

203A

STORAGE

201A

STORAGE

201

STORAGE

200

LOBBY

238

STORAGE

237

STORAGE

236

STORAGE

235

STORAGE

FOLLOWING ASBESTOS ABATEMENT OF THE SECOND FLOOR,
CONTRACTOR TO REMOVE ENITRE SECOND FLOOR
CONSTRUCTION, BUT NOT LIMITED TO WALLS, CEILINGS,
FINISHES, DOORS AND FIXTURES.  COORDINATE THE
REMOVAL OF THE PORTION OF FLOOR THAT IS REQUIRED TO
BE REMOVED TO INSTALL THE NEW ELEVATOR SHAFT.
COORDINATE DEMOLITION OF OTHER DISCIPLINES WITH
THEIR RESPECTIVE DOCUMENTS.  PATCH ALL FLOORS AND
WALLS AS NECESSARY TO RECEIVE NEW FINISH.

AREA OF DEMOLITION

GENERAL NOTE:

ALL EXISTING PENETRATIONS, VERTICAL AND HORIZONTAL, LOCATED ON THE FIRST FLOOR ARE TO BE PROVIDED WITH
AN APPROVED THROUGH - PENETRATION FIRESTOP SYSTEM HAVING A SMOKE RESISTANCE AND/OR FIRE RESISTANCE
RATING EQUAL TO OR GREATER THAN THE ASSEMBLY PENETRATED.  SPRAY FIRE PROOF ALL EXISTING STRUCTURAL
STEEL SUPPORTING OPENINGS IN THE FLOOR / CEILING ASSEMBLY. (2 HOUR FIRE RATING).  THIS WORK SHALL BE
COMPLETED PRIOR TO ANY OTHER CONSTRUCTION BEING STARTED.

LIFE SAFETY GENERAL NOTES:

ALL EXISTING PENETRATIONS, VERTICAL AND HORIZONTAL, LOCATED ON THE FIRST FLOOR ARE TO BE PROVIDED WITH
AN APPROVED THROUGH - PENETRATION FIRESTOP SYSTEM HAVING A SMOKE RESISTANCE AND/OR FIRE RESISTANCE
RATING EQUAL TO OR GREATER THAN THE ASSEMBLY PENETRATED.  ALL NEW PENETRATIONS SHALL BE SEALED,
TEMPORARY OR PERMANENTLY, AS SOON AS POSSIBLE TO REDUCE SPREAD OF CONSTRUCTION DEBRIS AND FOR
INFECTION CONTROL ON THE FLOOR ABOVE AND BELOW.
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BUILDING 9 -
SECOND FLOOR RENOVATION

BB

542-13-105

SB

1400 Blackhorse Hill Road
Coatesville, PA 19320

AD102

SECOND FLOOR PLAN - DEMOLITION

05 / 12 / 14 12538
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SECOND FLOOR PLAN - DEMOLITION


